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	GENERIC PROJECT DOCUMENT

	
	INSTRUMENT IDENTIFICATION CODE

	
	
	



TABLE 1

	
	INSTRUMENT IDENTIFICATION LETTERS

	
	FIRST LETTER
	SUCCEEDING LETTERS

	
	MEASURED OR

INITIATING VARIABLE
	MODIFIER
	READOUT OR

PASSIVE FUNCTION
	OUTPUT FUNCTION
	MODIFIER

	A
	ANALYSIS
	
	ALARM
	
	

	B
	BURNER, COMBUSTION
	
	USER'S CHOICE
	USER'S CHOICE
	USER'S CHOICE

	C
	USER'S CHOICE
	
	
	CONTROL
	

	D
	USER'S CHOICE
	DIFFERENTIAL
	
	
	

	E
	VOLTAGE (EMF)
	
	SENSOR (PRIMARY ELEMENT)
	
	

	F
	FLOW RATE
	RATIO FRACTION
	
	
	

	G
	USER'S CHOICE
	
	GLASS, VIEWING DEVICE
	
	

	H
	HAND 
(MANUAL CONTROL)
	
	
	
	HIGH

	I
	CURRENT
(ELECTRICAL)
	
	INDICATE
	
	

	J
	POWER
	SCAN
	
	
	

	K
	TIME, TIME SCHEDULE
	TIME RATE OF CHANGE
	
	CONTROL STATION
	

	L
	LEVEL
	
	LIGHT
	
	LOW

	M
	USER'S CHOICE
	MOMENTARY
	
	
	MIDDLE, INTERMEDIATE

	N
	USER'S CHOICE
	
	USER'S CHOICE
	USER'S CHOICE
	USER'S CHOICE

	O
	USER'S CHOICE
	
	ORIFICE, RESTRICTION
	
	

	P
	PRESSURE, VACUUM
	
	POINT (TEST) CONNECTION
	
	

	Q
	QUANTITY
	INTEGRATE, TOTALISE
	
	
	

	R
	RADIATION
	
	
	
	

	S
	SPEED, FREQUENCY
	SAFETY
	RECORD
	SWITCH
	

	T
	TEMPERATURE
	
	
	TRANSMIT
	

	U
	MULTIVARIABLE
	
	MULTIFUNCTION
	MULTIFUNCTION
	MULTIFUNCTION

	V
	VIBRATION, MECH. ANALYSIS
	
	
	VALVE, DAMPER, LOUVRE
	

	W
	WEIGHT, FORCE
	
	WELL
	
	

	X
	UNCLASSIFIED
	X AXIS
	UNCLASSIFIED
	UNCLASSIFIED
	UNCLASSIFIED

	Y
	EVENT, STATE OR PRESENCE
	Y AXIS
	
	RELAY, COMPUTE, CONVERT
	

	Z
	POSITION, DIMENSION
	Z AXIS
	
	DRIVER, ACTUATOR, UNCLASSIFIED FINAL CONTROL ELEMENT
	


NOTE:

1.
USER'S CHOICE
D = DENSITY
(D)



G = BELT TEAR
(GS)



M = MOTOR CONTROL
(MC)



N = METAL DETECTION
(NS)



N = PARTICLE COUNTING
(NQ)

2.
UNCLASSIFIED
X = ALARMS
(XA)



X = VALVES, GATES, DIVERTERS
(XV)



X = ACTUATORS
(XZ)



X = PLANT INTERLOCKS
(XX)

TABLE 2

	CODE
	EQUIPMENT

	AJB
	Analogue junction box

	DJB
	Digital junction box

	PLC
	PLC cubicle

	IC
	Instrument cubicle
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